
গণজাতী বাংলােদশ সরকর
ম ও কমসংান মণালয়

কলকরখানা ও িতান পিরদশন অিধদর "মজীবী মানুেষর অিধকর,
ৈবষমহন বাংলােদেশর অীকর"

  

কাপ পযেবেণর তথ

করখানার নাম ীতম ফাশন ওয়্যার (া.) িল.
িঠকনা 168, (BJC) Godnail, Narayanganj
করখানার েকড NRY206
কলার েকড

মূলায়েনর ধরণ:  কঠেমাগত মূলায়ন পযেবেণর তিরখ:  ৩১-০১-২০২৩
১. পযেবণ



পিরদশন
পযেবণ Intensity of floor loading

কাপ
আইেটম
কাটগির

১.১. কযম

কযম

The factory owner is asked to shift all storage of ground floor immediately. More
over the consultant strongly recommend storing any type of cartoon boxes,
finished products and fabrics in such a manner so that intensity of loading should
not exceed 60 psf (3KN/m2) and loading intensity on the 1st floor must not
exceed 2 KN/m2.

সুপািরেশর
তথসূ
করখানার
কযম We have already dond this issue

অািধকর ৬ সাহ
চূড়া
সময়সীমা -

সংেশািধত
সময়সীমা ০৬-০৮-২০২২

অগিতর
অবা সংেশািধত

মব

20.09.2020: Found have storage on 1sf floor but intensity load not exceed 40 psf.
CVV2:08-12-2020: Not found heavy storage in the floor area. Have found the
storage at round floor. CVV3:31-03-2021: Not found heavy storage in the floor
area. Have found the storage at round floor. 31/08/2021: Not found heavy storage
in the floor area. Have found the storage at round floor. 31/08/2022: No Over load
was found during inspection date. 31/01/2023: No Over load was found during
inspection date.

 সংযুসমূহ (২) 

    

২. পযেবণ
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পিরদশন
পযেবণ As build design drawing

কাপ
আইেটম
কাটগির

২.১. কযম

কযম Consultants strongly recommend to construct as build design drawing of the
different structural elements of the building.

সুপািরেশর
তথসূ
করখানার
কযম We have assign an engineer to do this job

অািধকর ৬ সাহ
চূড়া
সময়সীমা -

সংেশািধত
সময়সীমা ০৬-০৮-২০২২

অগিতর
অবা চলমান

মব

20.09.2020: Factory management said all design drawing submitted to DIFE but on
inspection date they did not show any document. CVV2:08-12-2020: No as built
design & drawing were available in site. They will submit revised design & drawing
within December 31, 2020. CVV3:31-03-2021: No as built design & drawing were
available in site. 31/08/2021: No as built design & drawing were available in site.
31/08/2022: No as built design & drawing was found during inspection date.
31/01/2023:No as built design & drawing was found during inspection date.

৩. পযেবণ



পিরদশন
পযেবণ Distress in primary structural elements

কাপ
আইেটম
কাটগির

৩.১. কযম

কযম
The owner or user of the building should be vigiland about development of any
distress, particularly in primary structural elements of the building. If cracks
appear, propagate and widen, detailed assessment and adoption of remedial
measures may become necessary.

সুপািরেশর
তথসূ
করখানার
কযম

If any cracks appear we will engage a qualified structural engineer for necessary
action.

অািধকর ৬ মাস
চূড়া
সময়সীমা -

সংেশািধত
সময়সীমা ২৫-১২-২০২২

অগিতর
অবা চলমান

মব

20.09.2020: They did not take any action. CVV2:08-12-2020: No action has been
taken yet. CVV3:31-03-2021: No action has been taken yet. 31/08/2021: They did
not take any action. 31/08/2022: Distress in primary structural elements were
found during inspection date. 31/01/2023: Distress in primary structural elements
were found during inspection date.

 সংযুসমূহ (৩) 

       

৪. পযেবণ
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পিরদশন
পযেবণ Horizontal and vertical extension

কাপ
আইেটম
কাটগির

৪.১. কযম

কযম No horizontal and vertical extension shall be made with out detail investigation.
সুপািরেশর
তথসূ
করখানার
কযম We have no horizontal or vertical extention.

অািধকর ৬ মাস
চূড়া
সময়সীমা -

সংেশািধত
সময়সীমা ২৫-১২-২০২২

অগিতর
অবা চলমান

মব

20.09.2020: Extension was found. Factory management said all design drawing
submitted to DIFE but on inspection date they did not show any document.
CVV2:08-12-2020: No horizontal and vertical extension details investigation
documents have found in site. CVV2:31-03-2021: No horizontal and vertical
extension details investigation documents have found in site. No initiative has
been observed. On 31/08/2021: No horizontal and vertical extension details
investigation documents have found in site. No initiative has been observed.
31/08/2022: Horizontal and vertical extension was found during inspection date.
31/01/2023: Horizontal and vertical extension was found during inspection date.

 সংযুসমূহ (৩) 
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