
গণজাতী বাংলােদশ সরকর
ম ও কমসংান মণালয়

কলকরখানা ও িতান পিরদশন অিধদর "সু িমক, েশাভন কমপিরেবশ;
গেড় তুলেব াট বাংলােদশ"

  

কাপ পযেবেণর তথ

করখানার নাম ীতম ফাশন ওয়্যার (া.) িল.
িঠকনা 168, (BJC) Godnail, Narayanganj
করখানার েকড NRY206
কলার েকড

মূলায়েনর ধরণ:  ৈবুিতক মূলায়ন পযেবেণর তিরখ:  ৩১-০১-২০২৩
১. পযেবণ



পিরদশন
পযেবণ

The generator room is not properly segregated from the rest of the occupancy due to
presence of non Fire-rated Door No detector in generator room Combustible/junk
materials inside generator room  One point frame earthingof generator instead of two
No detector in generator room

কাপ
আইেটম
কাটগির

১.১. কযম

কযম
Produce design drawings to demonstrate the incorporation of fire rated enclosure
from floor to ceiling and an approved fire rated door for the Generator room.
Provide over current and earth fault protection for generator frame

সুপািরেশর
তথসূ
করখানার
কযম
অািধকর ৬ সাহ
চূড়া
সময়সীমা -

সংেশািধত
সময়সীমা ০১-০১-১৯৭০

অগিতর
অবা র হয়িন

মব

20-09-2020: Fire door is not used in the generator room. Only one earthing
connection is provided to the generator body. 09-12-2020: Fire door is not used in
the generator room. Only one earthing connection is provided to the
generator body. 29.03.2021: Fire door is not used in the generator room. Only one
earthing connection is provided to the generator body. 31-08-2022 : 1. Fire door is
not used in the generator room. 2. No detector in generator room. 3.
Combustible/junk materials found inside generator room. 4. Two point frame
earthing of generator not found. 31-01-2023: Same as previous visit.

 সংযুসমূহ (৪) 

         

২. পযেবণ
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পিরদশন
পযেবণ

The generator room is not properly segregated from the rest of the occupancy due to
presence of non Fire-rated Door No detector in generator room Combustible/junk
materials inside generator room  One point frame earthingof generator instead of two
No detector in generator room

কাপ
আইেটম
কাটগির

২.১. কযম

কযম Provide fire rated enclosure from floor to ceiling and an approvedfire rated door
for the Generator room Install appropriate detectors.

সুপািরেশর
তথসূ
করখানার
কযম
অািধকর ৬ মাস
চূড়া
সময়সীমা -

সংেশািধত
সময়সীমা ০১-০১-১৯৭০

অগিতর
অবা র হয়িন

মব

20-09-2020: The generator room is not properly segregated. Smoke or heat
detector is not installed in the generator room. 09-12-2020: The generator room
is not properly segregated. Smoke or heat detector is not installed in the generator
room. 29.03.2021: The generator room is not properly segregated. Smoke or heat
detector is not installed in the generator room. 31-08-2022 : 1. Fire door is not
used in the generator room. 2. No detector in generator room. 3.
Combustible/junk materials found inside generator room. 4. Two point frame
earthing of generator not found. 31-01-2023: Same as previous visit.

 সংযুসমূহ (৪) 

         

৩. পযেবণ
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পিরদশন
পযেবণ

The generator room is not properly segregated from the rest of the occupancy due to
presence of non Fire-rated Door No detector in generator room Combustible/junk
materials inside generator room  One point frame earthingof generator instead of two
No detector in generator room

কাপ
আইেটম
কাটগির

৩.১. কযম

কযম Remove combustible materials from generator room and keep it clean.
সুপািরেশর
তথসূ
করখানার
কযম
অািধকর েযাজ নয়
চূড়া
সময়সীমা -

সংেশািধত
সময়সীমা ০১-০১-১৯৭০

অগিতর
অবা র হয়িন

মব

20-09-2020: Unwanted materials and high flammable oil are stored inside the
generator room. 9-12-2020: Unwanted materials and high flammable oil are
stored inside the generator room. 29.03.2021: Unwanted materials and high
flammable oil are stored inside the generator room. 31-08-2022: 1. Fire door is
not used in the generator room. 2. No detector in generator room. 3.
Combustible/junk materials found inside generator room. 4. Two point frame
earthing of generator not found. 31-01-2023: Same as previous visit.

 সংযুসমূহ (৪) 

         

৪. পযেবণ
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পিরদশন
পযেবণ

No SLD/clear identification mark for MDB/DB/SDB MDB/DB/SDB/SB or MCB
installed on the wooden board MDB/DB/SDB body and door not earthed No or empty
earth bar/neutral bar

কাপ
আইেটম
কাটগির

৪.১. কযম

কযম
Provide clear identification mark on MDB/DB/SDB and provide SLD Install
MDB/DB/SDB/SB/MCCB on noninflammable board. Provide earthing to body and
door of MDB/DB/SDB. Provide earth bar and neutral bar in MDB/DB/SDB

সুপািরেশর
তথসূ
করখানার
কযম
অািধকর ৬ সাহ
চূড়া
সময়সীমা -

সংেশািধত
সময়সীমা ০৬-০৮-২০২২

অগিতর
অবা র হয়িন

মব

20-09-2020: Distribution boards including panel doors are not grounded. No
earthing cable is found in the earthing busbar.  09-12-2020: Distribution boards
including panel doors are not grounded.  29.03.2021: Distribution boards including
panel doors are not grounded.  31-08-2022 : 1. No SLD/clear identification mark
for MDB/DB/SDB 2. MDB/DB/SDB/SB or MCB installed on the wooden board 3.
MDB/DB/SDB body and door not earthed 4. No earth bar/neutral bar found. 31-
01-2023: Same as previous visit.

 সংযুসমূহ (৮) 
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৫. পযেবণ

পিরদশন
পযেবণ

No SLD/clear identification mark for MDB/DB/SDB MDB/DB/SDB/SB or MCB installed
on the wooden board MDB/DB/SDB body and door not earthed No or empty earth
bar/neutral bar

কাপ
আইেটম
কাটগির

৫.১. কযম

কযম
Provide instructions for first aid from exposure to electrical shock Remove
obstruction to ensure access to MDB/MCB Box Ensure well-dressed cabling with
lugs Encase live machine and/or equipment parts

সুপািরেশর
তথসূ
করখানার
কযম
অািধকর েযাজ নয়
চূড়া
সময়সীমা -

সংেশািধত
সময়সীমা ০১-০১-১৯৭০

অগিতর
অবা র হয়িন

মব

20-09-2020: Flammable wooden base distribution boards are used. Wiring
diagram/ circuit lists with proper current ratings are not available on all distribution
boards. Also distribution boards do not have clear and permanent identification
markings as well as electrical wiring/cables (Phase, Neutral and ECC) are not
properly identified within the distribution boards. 09-12-2020: Flammable wooden
base distribution boards are used. Wiring diagram/ circuit lists with proper current
ratings are not available on all distribution boards. Also distribution boards do not
have clear and permanent identification markings as well as electrical wiring/cables
(Phase, Neutral and ECC) are not properly identified within the distribution boards.
29.03.2021: Flammable wooden base distribution boards are used. Wiring diagram/
circuit lists with proper current ratings are not available on all distribution boards.
Also distribution boards do not have clear and permanent identification markings as
well as electrical wiring/cables (Phase, Neutral and ECC) are not properly identified
within the distribution boards. 31-08-2022: 1. No SLD/clear identification mark for
MDB/DB/SDB 2. MDB/DB/SDB/SB or MCB installed on the wooden board 3.
MDB/DB/SDB body and door not earthed 4. No earth bar/neutral bar found. 31-01-
2023: Same as previous visit.

 সংযুসমূহ (৪) 

          

৬. পযেবণ
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পিরদশন
পযেবণ Connections without lug Undressed messy wiring/cables

কাপ
আইেটম
কাটগির

৬.১. কযম

কযম Ensure secured connections with lug Replace undressed messy wiring/cables
সুপািরেশর
তথসূ
করখানার
কযম
অািধকর ৬ সাহ
চূড়া
সময়সীমা -

সংেশািধত
সময়সীমা ০১-০১-১৯৭০

অগিতর
অবা র হয়িন

মব

20-09-2020: No lugs are used for cable connection. Proper segregation is not
found in the distribution board.  09-12-2020: No lugs are used for cable
connection. Proper segregation is not found in the distribution board. 29.03.2021:
No lugs are used for cable connection. Proper segregation is not found in the
distribution board. 31-08-2022: 1. found circuit connections without lugs. 2.
Undressed messy wiring/cables found. 31-01-2023: Same as previous visit.

 সংযুসমূহ (৪) 

         

৭. পযেবণ
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পিরদশন
পযেবণ Lightning protection system not available

কাপ
আইেটম
কাটগির

৭.১. কযম

কযম Provide appropriate Lightning protection system.
সুপািরেশর
তথসূ
করখানার
কযম
অািধকর ৬ মাস
চূড়া
সময়সীমা -

সংেশািধত
সময়সীমা ০১-০১-১৯৭০

অগিতর
অবা চলমান

মব

20-09-2020: Lightning protection system drawing & design was approved at the
16th task force meeting on 29-10-2018. But they are not installed until now. 09-
12-2020: Lightning protection system drawing & design was approved at the 16th
task force meeting on 29-10-2018. But they are not installed until now.
29.03.2021: Lightning protection system drawing & design was approved at the
16th task force meeting on 29-10-2018. But they are not installed until now. 31-
08-2022 : Lightning protection system drawing & design was approved ,but LPS is
not installed. 31-01-2023: Same as previous visit.

 সংযুসমূহ (৪) 
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