
গণজাতী বাংলােদশ সরকর
ম ও কমসংান মণালয়

কলকরখানা ও িতান পিরদশন অিধদর "মজীবী মানুেষর অিধকর,
ৈবষমহন বাংলােদেশর অীকর"

  

কাপ পযেবেণর তথ

করখানার নাম িভবিজওর িনট কোিজট িলিমেটড
িঠকনা Uttarpara, Jalkuri, Siddirganj, Narayanganj
করখানার েকড NRY285
কলার েকড

মূলায়েনর ধরণ:  কঠেমাগত মূলায়ন পযেবেণর তিরখ:  ২৫-০৮-২০২২
১. পযেবণ



পিরদশন
পযেবণ Horizontal bracing has not been found.

কাপ
আইেটম
কাটগির

১.১. কযম

কযম Design should be checked by the Building Engineer to verify the lateral stability of the roof and confirm
the requirement of any bracing in the roof system.

সুপািরেশর
তথসূ
করখানার
কযম
অািধকর ৬ সাহ
চূড়া
সময়সীমা -

সংেশািধত
সময়সীমা ০১-০১-১৯৭০

অগিতর
অবা র হয়িন

মব

CVV1: 24-September-2020 Factory authority has not been appointed engineering firm till visit date to
check the lateral stability. 20-12-2020, During inspection the factory authority has not engage engineer
for check lateral stability of the roof . CVV02: 29-March-2021 ,No corrective action plan has been taken
yet to checked by the building engineer to verify the lateral stability of the roof & confirm the
requirement of any bracing in the roof system. CVV3: 05-09-2021: No corrective action plan has been
taken yet to checked by the building engineer to verify the lateral stability of the roof & confirm the
requirement of any bracing in the roof system 25-08-2022: No corrective action plan has been taken yet
to checked by the building engineer to verify the lateral stability during inspection.

 সংযুসমূহ (২) 

    

১.২. কযম

কযম Install horizontal bracing at the roof system if required.
সুপািরেশর
তথসূ
করখানার
কযম
অািধকর
চূড়া
সময়সীমা -

সংেশািধত
সময়সীমা ০১-০১-১৯৭০

অগিতর
অবা র হয়িন

মব

CVV1: 24-September-2020 Horizontal bracing requirement has not been checked till visit date. 20-12-
2020, During inspection horizintal bracing requirement has not been checked. CVV02: 29-March-2021 ,
Horizontal bracing requirement has not been checked till visit date. CVV3:05-09-2021:Horizontal bracing
requirement has not been checked till visit date. 25-08-2022: No corrective action plan has been taken
yet to checked by the building engineer to verify the horizontal bracing system during inspection.

 সংযুসমূহ (১) 
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২. পযেবণ

পিরদশন
পযেবণ During inspection, approval drawing has not been found.

কাপ
আইেটম
কাটগির

২.১. কযম

কযম A qualified engineer should prepare approval drawing and should get approval
from concern authority.

সুপািরেশর
তথসূ
করখানার
কযম
অািধকর ৬ মাস
চূড়া
সময়সীমা -

সংেশািধত
সময়সীমা ০১-০১-১৯৭০

অগিতর
অবা র হয়িন

মব

CVV1: 24-September-2020 Factory authority has not been appointed engineering
firm till visit date to prepare approval drawing. 20-12-2020, During inspection the
factory has not appointed engineer to prepare pro design drawing. CVV02: 29-
March-2021 , The factory autority has not not been appointed engineering firm till
visit date to prepare approval drawing. CVV3: 05-09-2021:The factory autority
has not not been appointed engineering firm till visit date to prepare approval
drawing. 25-08-2022: No qualified engineer should prepare approval drawing and
should get approval from concern authority yet.

 সংযুসমূহ (১) 

 

https://lima.dife.gov.bd/uploads/rtm/cap_item_details/13700/0/2.png
https://lima.dife.gov.bd/uploads/rtm/cap_item_details/13700/0/2.png

