
গণজাতী বাংলােদশ সরকর
ম ও কমসংান মণালয়

কলকরখানা ও িতান পিরদশন অিধদর "মজীবী মানুেষর অিধকর,
ৈবষমহন বাংলােদেশর অীকর"

  

কাপ পযেবেণর তথ

করখানার নাম জাকিরয়া এ্যাপােরলস িলঃ
িঠকনা Main road, Ghaatail, Tangail
করখানার েকড TNG007
কলার েকড

মূলায়েনর ধরণ:  কঠেমাগত মূলায়ন পযেবেণর তিরখ:  -
১. পযেবণ



পিরদশন
পযেবণ

Non engineering shed has been found on the roof top without any approval or any
structural drawing.

কাপ
আইেটম
কাটগির

১.১. কযম

কযম
Building Engineer to review the adequacy of this shed. Design should be checked
by the Building Engineer to verify the lateral stability of the shed and confirm the
requirement of any bracing in the long direction.

সুপািরেশর
তথসূ
করখানার
কযম
অািধকর েযাজ নয়
চূড়া
সময়সীমা -

সংেশািধত
সময়সীমা ০১-০১-১৯৭০

অগিতর
অবা র হয়িন

মব

CVV1: 12-Feb-2019 No structural and architectural drawing has been found during
inspection. CVV2: 11-Nov-2019 No structural and architectural drawing has been
found during inspection. CVV3: 08-Sep-2020 No structural, architectural drawing
and design documents have been found during inspection. CVV 4: 21-Dec-2020
No structural, architectural drawing and design documents have been found during
inspection.

১.২. কযম

কযম Install horizontal bracing at the roof system if required.
সুপািরেশর
তথসূ
করখানার
কযম
অািধকর
চূড়া
সময়সীমা -

সংেশািধত
সময়সীমা ০১-০১-১৯৭০

অগিতর
অবা র হয়িন

মব

CVV1: 12-Feb-2019 No structural and architectural drawing has been found during
inspection. CVV2: 11-Nov-2019 No structural and architectural drawing has been
found during inspection. CVV3: 08-Sep-2020 No structural, architectural drawing
and design documents have been found during inspection. CVV 4: 21-Dec-2020
No structural, architectural drawing and design documents have been found during
inspection.

২. পযেবণ



পিরদশন
পযেবণ

Inconsistencies found between structural documents and as constructed arrangement
of the factory. Both Corner & Edge columns are mentioned (12”x10”) size in drawing,
actually found. 12”x18”

কাপ
আইেটম
কাটগির

২.১. কযম

কযম
Structural engineer has to survey this factory. Prepare full set of as built structural
drawing, floor load plan and prepare/update calculations showing the structural
adequacy of the floor system taking into account the factory design imposed
loading and the as built structure

সুপািরেশর
তথসূ
করখানার
কযম
অািধকর েযাজ নয়
চূড়া
সময়সীমা -

সংেশািধত
সময়সীমা ০১-০১-১৯৭০

অগিতর
অবা র হয়িন

মব

CVV1: 12-Feb-2019 No structural and architectural drawing has been found during
inspection. CVV2: 11-Nov-2019 No structural and architectural drawing has been
found during inspection. CVV3: 08-Sep-2020 No structural, architectural drawing
and design documents have been found during inspection CVV 4: 21-Dec-2020 No
structural, architectural drawing and design documents have been found during
inspection

৩. পযেবণ



পিরদশন
পযেবণ Approval plan, floor load plan, machine layout plan are not available.

কাপ
আইেটম
কাটগির

৩.১. কযম

কযম
Structural engineer to prepare floor load plan showing the structural adequacy of
the floor system taking into account the factory design imposed loading and the as
built structure. Factory management should take approval from the proper
authority.

সুপািরেশর
তথসূ
করখানার
কযম
অািধকর েযাজ নয়
চূড়া
সময়সীমা -

সংেশািধত
সময়সীমা ০১-০১-১৯৭০

অগিতর
অবা র হয়িন

মব

CVV1: 12-Feb-2019 No Load plan and load marking has been found during
inspection. CVV2: 11-Nov-2019 No load plan has been prepared. Also, overload
has been observed at 2nd floor office room. CVV3: 08-Sep-2020 No Load plan and
load marking has been found during inspection. Also, overloading has been
observed in most of the floor. CVV 4: 21-Dec-2020 No Load plan and load marking
has been found during inspection. overloading are not found on the floor.


